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CENTRAL POWER RESEARCH INSTITUTE
(A Government of India Society, Ministry of Power)

Prof. Sir C.V. Raman Road, Sadashivanagar Post Office, P.B. No. 8066, Bengaluru - 560 080, India.
website : http:/fcpri.res.in/

#./No. CPRIBLRHVDMISC23T0625 &=t / Date: 22 September 2023
dar #, / To,

M/s. Minchu,

No. 359/7/1, Omkar, 2nd Floor, 8th Main,

14th Cross, BTM Layout — 2nd Stage,
Bengaluru — 560 076, Karnataka, INDIA.

W / Sub:- gdretor RWE / Test Report
TR / Dear Sir(s),

3o, R 31 August 2023 & IRIY W WANfEE RWIE . CPRIBLRHVDMISC23T0625 foeti:
22 September 2023 3T ATY Tl g

With Reference to your request, Dated: 31 August 2023, we are enclosing herewith report No./s
CPRIBLRHVDMISC23T0625 dated 22 September 2023.

9T el %t / Kindly acknowledge the receipt of the same.
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Please note that anomalies/discrepancies in the test report enclosed, if any, shall be brought to the
notice of CPRI within 45 days of receipt of this letter.
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Also, please note that the samples and any additional material brought along with them for the testing
shall be removed from the High Voltage Laboratory premises within 15 days from the date of issue of
this letter. No claims will be entertained after the above period and samples will be disposed off as per
CPRI norms, unless written request is received within this period for retaining the samples for a few
more days.
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Thanking you and assuring you of the best of our services in the future also.

813817 / Yours faithfully,

(. 4if3%=1 / G. PANDIAN)
Hgad fAe® vd yarela yure / JOINT DIRECTOR & HOD
FeqalecaiysieT / HIGH VOLTAGE DIVISION
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CENTRAL POWER RESEARCH INSTITUTE

Test Report Number

Name and Address of the
Customer

Name and Address of the
Manufacturer

Particulars of sample tested
Type

Description of test sample
Serial Number

Number of samples tested
Date(s) of Test(s)

CPRI Sample code Number(s)
Particulars of tests conducted

Test in accordance with
Standard/Specification

Sampling Plan
Customer’s Requirement
Deviations if any

Name of the witnessing persons

Customers representative

Other than customer’s
representatives

Test subcontracted with address

of the laboratory

Member of STL
TEST REPORT

CPRIBLRHVDMISC23T0625

M/s. Minchu,

No. 359/7/1, Omkar, 2™ Floor, 8" Main,
14" Cross, BTM Layout - 2" Stage,
Bengaluru — 560 076, Karnataka, INDIA.
Ref No.:Nil,  Date: 31 August 2023.

M/s. Minchu,

No. 359/7/1, Omkar, 2™ Floor, 8" Main,
14" Cross, BTM Layout — 2" Stage,
Bengaluru — 560 076, Karnataka, INDIA.

Date: 22 September 2023

HMIT.

Helmet Mounted Induction Tester for 2kV to 11kV.
Nil.

One.

07 September 2023.

HVD23S0498.

Refer Sheet 2 of 4.

Refer Sheet 2 of 4.

Not Applicable.
Nil.
Nil.

Mr. E.Surya.
None.

None.

Documents constituting this report (in words)

Number of Sheets
Number of Oscillogram(s)
Number of Graph(s)
Number of Photograph(s)

Number of Test Circuit Diagram(s)

Number of Drawing(s)

obfnath
t/Engine:

Four.
Nil

Nil.

One.
One.
Two.

(G Pandian)
Head of Division
Reviewed and Authorized by
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C.V.RAMAN ROAD, BANGALORE - 560 080, INDIA.
Telephone +91 (0) 80-22072377




CENTRAL POWER RESEARCH INSTITUTE
Member of STL
TEST REPORT

Test Report Number: CPRIBLRHVDMISC23T0625 Date: 22 September 2023

SUMMARY OF TESTS CONDUCTED

1. Tests conducted :  Customer Defined Test,
2. Rating for which tested : Nil.
3. Schedule of tests

S.No. Tests Conducted Clause Numbers Sheet

il AC High Voltage Test As Per Customer Request Sheet 3 of 4
4. Oscillogram Numbers : NIl
5. Graph Numbers : Nil.

6. Photograph Numbers RO
7. Test Circuit Diagram Numbers. : TCDO1.
8. Number of Drawings : Two.
LIST OF DRAWINGS
Drawing Numbers

The manufacturer has guaranteed that the sample submitted for the test(s) has been manufactured
in accordance with the following drawing(s)

SI. No. Drawing Number Sheet Number Revision Number
qd: MINCHU-01-EIT-2015 SHEET 1 OF 2 00
24 MINCHU-01-EIT-2015 SHEET 2 OF 2 00

It is verified that these drawing(s) adequately represent the sample tested. Verification of this drawing by

;-: CPRI is lipited to dimensional check only wherever possible.
bipath G)
t Engineer
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CENTRAL POWER RESEARCH INSTITUTE
Member of STL
TEST REPORT

Test Report Number: CPRIBLRHVDMISC23T0625 Date: 22 September 2023

i TEST RESULTS

AC High Voltage Test:

Test procedure: As per Customer's Request. [ CHESCOM |

The helmet mounted induction tester was mounted on a movable insulated support as shown in
. photograph no. P01. Different power frequency voltages were applied to the supporting insulator and helmet
~ was placed at different distances from the voltage source by adjusting movable insulated support as defined
' by customer. Then the buzzer sound of helmet mounted induction tester was observed for each voitage
- application and the distances in feet are tabulated below.

S.No. Test Voltage in Distance in feet
kV(rms) ( Maintained between Helmet
and Voltage source)
1 2 2.0
2 4 3.0
3 6 4.0
4 9 7.0
5 1 8.0

Ambient conditions during the test were as follows.

Temperature in Degree Celsius Atmospheric Pressure
Dry Bulb Wet Bulb in mbar
25 21 909
£
(Gpbi G)
Test Engineer
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CENTRAL POWER RESEARCH INSTITUTE
Member of STL
TEST REPORT

Test Report Number: CPRIBLRHVDMISC23T0625 Date: 22 September 2023

NOTE
a. The Test results relate only to the sample(s) tested.

Publication or reproduction of this Test Report in any form other than by complete set of the whole Test
Report and in the language written is not permitted without the written consent of CPRI.

Any Corrections / erasure invalidate the Test Report.

. Any anomaly / discrepancy in the Test Report should be brought to notice of CPRI within 45 days from
the date of issue.

. All documents constituting this Test Report are stitched together with a continuous silk thread, the two
ends of which have been brought over the front sheet of this Test Report and sealed with a CPRI logo
printed paper sticker.

nath G)
ngineer

End of Test Report
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CENTRAL POWER RESEARCH INSTITUTE
Member of STL
TEST REPORT

Test Report No. CPRIBLRHVDMISC23T0625 Date: 22 September 2023
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Photograph No. P01
Test Circuit for Power Frequency Voltage Test.

Legend:
1: HV AC Source
o T 2: Voltage Divider
50Hz AC | 2 4 3: RMS Voltmeter
| 4: Test Sample
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Test Circuit Diagram Number: TCD01

(@bbinath G)
Tegt Engineer









